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DELHI JAL BOARD (Govt of NCT of Delhi)
ZONAL QUALITY CONTROL LABORATORY (SOUTH)
WATER WORKS, OKHLA, NEW DELHI-110025

No. DJB/DTQC/ CWA (C) / ACWA (south)/ Paid/ Bact. / 200 -2022 /Cb[a@é ...................
Bacteriological Analysis Report as per IS 10500:2012
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RESULT: \Allected water sample(s) as mentioned above at Sr.No. 1) Z) 3} LI, ?,é,q-as/ were
found bacteriological satisfactory, hence the water/source is fit for drinking/recreational
purpose subject to satisfactory attached Physical-Chemical Analysis report also.

/Collected water sample(s) as mentioned above at Sr.No. o was/ were
found bacteriological unsatisfactory, hence it is advised that the water/source may not
be fit for drinking/recreational purpose as such.

Bactetiologist (South) ACWA (South)




