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BACTERIOLOGICAL ANALYSIS REPORT

No. DIB/DTQC/ CWA (W&S)IIl /ACWA (south)/ Bact/P.5./2024-2025/101-102/03.12.2024

Bacteriological Analysis Report as per IS 10500:2012

Dated: 05.12.2024

| To

~| M/s - Paul George Global School,

 Alaknanda,

|
| New Delhi -110019

Party Ref.No./Date: Nil/25.11.2024
Dept. Challan No. /date: 202/26.11.2024
Dt.of sample collection: 03.12.2024

Collected by: Name- Mrs. Shweta Kirad
. Desig. - Asst. Bacteriologist

No. of Sample: Two (02) |

. |
| J

| S.No. | Particulars Clarity | Residual | Total Coliform
I ' chlorine | Count/
i I 100 ml sample |
| J|[__ e e e oty bbb e e Sl |
|
1 . UGT in basement parking of school L Clear |1.31 0 i
- Drinking point near the reception of school
2 | Clear | Nil 0 |
L e | R
RESULT: - Collected water sample as mentioned above at S.No. 1 & 2 were found

bacteriological satisfactory; hence the water/source is fit for drinking/recreational purpose
subject to satisfactory attached Physical-Chemical Analysis report also.
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Ref. A.C.W.A.(Sonth):-Paid!2024-25/l‘ll)2~lUJIChnlInn no 202 Dt 26.11.2024 8. No 8144 . Da ::-WJJ}
§. !
PAUL GEORGE GLOBAL SCHOOL gii 3
ALAKNANDA &
NEW DELHI-110019 I .
" Date of Sample collection :- 03.12.2024 i i
SNo Characteristics Unit | Acceptable Limi UGTIN DRINKING POINT NEAR
BASEMENT PARKING 'RECEPTION -
4
1. Clarity Unit < Clear | i Clear .
2. Odour - Agreeable Agreeable ~ Agreeable
3% Turbidity NTU 1 3,70 ' 1.01
4, pH Value - 6.5-8.5 7.4 1.1
5. Conduetivity umho/cm 286 I ¥ 5
Total Désolved Solids mg/L 500 186 BER N
Phenolphthalein Alkalinity | mg/l, — Nil {3 Nil ]
3 Total Alkalinity mg/L 200 68 20
(as CaCOJ) -
9. Total Hardness mg/l. 200 126 |4 ftded
(as CaCO03) ! T
10. Carbonate hardness mg/L, - 68 {20
o Non- Carbonate Hardness mg/l. o 58 ! 14
12. Calcium Hardness mg/L —— 72 ‘ 12
13. Magnesium Hardness mg/L. — 54 ; Lt
14, Chloride (as Cl) mg/l, 250 20 ; 10 :
15. Ammonia mg/L 0.5 ND ND |
(as Total N) T
16 Nitrite (as N) mg/L m— ND o ND
i T
17 Nitrate Mgﬂ. e 2.6 | ; g-i; i -
18 Sulphate (as SO4) mg/L 200 24.0 - 062 :
19 Iron Mg/l 3 0.04 .
- 10 0.42 0.10
20 Fluoride mg/l. f 4.2 3 Tim
21. Calcium (as Ca) mg/L. 75 28.8 bt 5'28 i
2. Magnesiam (as Mg) mg/l. 30 12.96 — b‘,li] :
23. | Free Residual Chlorine mg/L 0.2 131 BE :
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